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ROOM NAMES AND NUMBERS
GENERAL NOTES
A800 NURSES STATION
AB00A STORAGE
v A800B CHARTING ROOM A REFER TO SHEET M001 FOR LEGEND, ABBREVIATIONS, AND ADDITIONAL GENERAL NOTES.
A800C STAFF TOILET
T I | A801 PHYSICIAN OFFICE B REFER TO AIR TERMINAL UNIT PIPING DETAILS ON SHEET M501 FOR SCOPE OF
I A802 EXAM ROOM REPLACEMENT OF UNIT PIPING SPECIALTIES UNDER BID ITEM 1 AND BID ITEM 2.
A803 OFFICE
A804 PSYCH. OFFICE
A805 OFFICE
A806 OFFICE O N TE
A807 OFFICE
A808 STORAGE O S
ig?g 8:2:2:85 1 EXISTING DUCTWORK TO REMAIN.
— ﬁ ﬁf A8t GROUP ROOM 2 EXISTING RECESSED STEAM CONVECTOR TO REMAIN. REMOVE EXISTING SELF CONTAINED
LT [%ﬂ A812 RESEARCH DIRECTOR NON-ELECTRIC STEAM CONTROL VALVE FOR REPLACEMENT IN NEW WORK. REFER TO DETAIL
”—’7 A813 OFFICE ON SHEET M502.
O A814 BATH
i Ll A815 STORAGE 3 EXISTING AIR DEVICE TO REMAIN.
T | A819 COUNSEL OFFICE
T A A820 GROUP ROOM 4 EXISTING PIPING TO REMAIN.
| | ' i et A821 GROUP ROOM
e Wi A821A OFFICE REMOVE DUCT TO THIS POINT FOR RECONNECTION IN NEW WORK. TEMPORARILY CAP DUCT ON
— | A821B OFFICE INLET SIDE OF VAV BOX TO MAINTAIN NEGATIVE AIR PRESSURE IN CONSTRUCTION AREAS. DUCT:
A823 HAC SHALL REMAIN CAPPED UNTIL CONNECTION TO NEW VAV BOX IS READY TO BE MADE, SO THAT
L | A824 STORAGE AIR HANDLER CAN REMAIN IN OPERATION.
\/Z | A825 OFFICE
A826 DIRECTOR OFFICE 6 REMOVE PIPE TO THIS POINT FOR RECONNECTION IN NEW WORK. REFER TO DETAIL ON SHEET
e A827 COORDINATOR OFFICE M501 FOR EXTENT OF PIPING WORK.
] A829B TECH OFFICE
A830 OFFICE 7 REMOVE EXISTING AIR TERMINAL UNIT AND ASSOCIATED PIPING, DUCTWORK, CONTROLS,
ajK/ ﬂ T %ﬂ A831 STAT. OFFICE ETC. FOR REPLACEMENT IN NEW WORK.
ﬁ - - A832 OFFICE
£ < J A846 DAY ROOM 8 APPROXIMATE LOCATION OF TEMPORARY PLASTIC DUST BARRIER FOR REMOVAL AND
| I A846C OFFICE REPLACEMENT OF EQUIPMENT INSIDE THIS AREA.
A846D KITCHEN
_ 7848 L AUNDRY 9 REMOVE EXISTING WALL HUNG STEAM CONVECTOR FOR REPLACEMENT IN NEW WORK.
| A850 ADDICTION THERAPY REFER TO DETAIL ON SHEET M502.
| A851 SHOWER
AB52 QUIET ROOM 10 EXISTING RECESSED STEAM CONVECTOR TO REMAIN. REMOVE EXISTING STEAM SELF
A853 GROUP ROOM CONTAINTED NON-ELECTRIC CONTROL VALVE FOR REPLACEMENT WITH NEW SELF CONTAINED
- L A854 THERA. OFFICE CONTROL VALVE IN NEW WORK. REFER TO DETAIL ON SHEET M502.
A THERA. OFFICE
1 A832 A::Z HEAD NL(J)RSECOFFICE 11 REMOVE EXISTING WALL MOUNTED THERMOSTAT AND ASSOCIATED PNEUMATIC TUBING BACK
@— | AS57 OFFICE TO POINT OF ACTIVE MAIN AND CAP. USE EXISTING WALL OPENING FOR INSTALLATION OF DDC
|LL] ! A HAC THERMOSTAT PROVIDED IN NEW WORK.
H iz =
A861 CLEAN LINEN
= u A862 OFFICE
& 5 ﬂ A863 3 BEDROOM
A864 6 BEDROOM
| | ] A865 6 BEDROOM
| A866 3 BEDROOM
- AB67 HANDICAP STORAGE
AB67A HANDICAP BATH
| A867B HANDICAP BATH
A868 GROUP ROOM
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PARTIAL 8TH FLOOR PLAN - REMOVALS
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